low voltage BREAKER BASED automatic TRANSFER SWITCHES

Section 16496C


Section 16496C

low voltage Breaker Based automatic transfer SWITCHES

PART 1 General

1.01 scope

A. The Contractor shall furnish and install the low voltage automatic transfer switch having the ratings, features/accessories and enclosures as specified herein and as shown on the contract drawings.

1.02 Related Sections

1.03 References

A. The automatic transfer switch and all components shall be designed, manufactured and tested in accordance with the latest applicable CSA standards as follows:

1. CSA 22.2 No. 178 – Automatic Transfer Switches

2. CSA C282 – Emergency Electrical power Supply for Buildings

3. CSA 22.2 No. 5.1 – Moulded Case Circuit Breakers

4. CSA 22.2 No. 5.2 – Moulded Case Switches

1.04 Submittals -- for Review/approval

A. The following information shall be submitted to the Engineer:

1. Master drawing index

2. Front view and plan view of the assembly

3. Schematic diagram

4. Nameplate schedule

5. Component list

6. Conduit space locations within the assembly

7. Assembly ratings including:

a. Short-circuit rating

b. Voltage

c. Continuous current rating

8. Major component ratings including:

a. Voltage

b. Continuous current rating

c. Interrupting ratings

9. Cable terminal sizes

10. Product Data Sheets.

B. Where applicable, the following additional information shall be submitted to the Engineer:

1. Busway connection

2. Connection details between close-coupled assemblies

3. Composite front view and plan view of close-coupled assemblies

4. Mimic bus.

C. Submit ten (10) copies of the above information.

1.05 Submittals – for information

A. When requested by the Engineer, the following product information shall be submitted:

1. Descriptive bulletins.

2. Product guides/sheets

1.06 Submittals – for Construction

A. The following information shall be submitted for record purposes:

1. Final as-built drawings and information for items listed in section 1.04

2. Wiring diagrams

3. Certified production test reports

4. Installation information

B. The final (as-built) drawings shall include the same drawings as the construction drawings and shall incorporate all changes made during the manufacturing process.

C. Submit ten (10) copies of the above information.

1.07 Qualifications

A. The manufacturer of the assembly shall be the manufacturer of major components and control modules installed within the assembly.

B. The manufacturer of this equipment shall have produced similar electrical equipment for a minimum period of five (5) years. When requested by the engineer, an acceptable list of installations with similar equipment shall be provided demonstrating compliance with this requirement.

C. For the equipment specified herein, the manufacturer shall be certified as a minimum to ISO 9002.

D. (Provide Seismic qualified equipment as follows:

1. The equipment and major components shall be suitable for and certified by actual seismic testing to meet all applicable seismic requirements of the 2006 International Building Code (IBC) Site Classification * [A] [B] [C] [D]. The site coefficients Fa = * [0.8] [0.9] [1.0], FV = * [0.8] [1.0] [1.3] [1.4] [1.5], and spectral response accelerations of SS = * [10] [20] [30] [50] [60] [70] [80] [90] [100] [125] [150] [200] [256]%g, S1 = * [10] [20] [30] [50] [60] [70] [80] [90] [100] [124]%g are used. The test response spectrum shall be based upon a 5% damping factor, and a peak (SDS) of at least *[0.5] [1.0] [1.5] [2.0] [2.5]g’s (3 -12 Hz) applied at the base of the equipment in the horizontal direction. The forces in the vertical direction shall be at least 66% of those in the horizontal direction.  The tests shall cover a frequency range from 1 to 100Hz. Guidelines for the installation consistent with these requirements shall be provided by the equipment manufacturer and based upon testing of representative equipment. Equipment certification acceptance criteria shall be based upon the ability for the equipment to be returned to service immediately after a seismic event within the above requirements without the need for repairs.
-- (OR --

1. The manufacturer shall certify the equipment based upon a dynamic and/or static structural computer analysis of the entire assembly structure and its components, provided it is based upon actual seismic testing from similar equipment. The analysis shall be based upon all applicable seismic requirements of the 2006 International Building Code (IBC) Site Classification * [A] [B] [C] [D], site Coefficient Fa =* [0.8] [0.9] [1.0], FV  = * [0.8] [1.0] [1.3] [1.4] [1.5], and spectral response accelerations of SS = * [10] [20] [30] [50] [60] [70] [80] [90] [100] [125] [150] [200] [256]%g, S1 = * [10] [20] [30] [50] [60] [70] [80] [90] [100] [124]%g.  The analysis shall be based upon a 5% damping factor, and a peak (SDS) of at least *[0.5] [1.0] [1.5] [2.0] [2.5]g’s (3 -12 Hz), applied at the base of the equipment in the horizontal direction. The forces in the vertical direction shall be at least 66% of those in the horizontal direction. The analysis shall cover a frequency range from 1 to 100Hz. Guidelines for the installation consistent with these requirements shall be provided by the equipment manufacture and based upon testing of representative equipment. Equipment certification acceptance criteria shall be based upon the ability for the equipment to be returned to service immediately after a seismic event within the above requirements without the need for repairs.

1.08 Regulatory Requirements

A. Provide a certificate of compliance with CSA 22.2 No. 178 for the transfer switches furnished under this section.   The certificate of compliance is not required if the manufacturer’s published data submitted and approved reflect CSA C22.2 No. 178.

1.09 Delivery, Storage and Handling

A. Equipment shall be handled and stored in accordance with manufacturer’s instructions. One (1) copy of these instructions shall be included with the equipment at time of shipment.

1.010 Field measurements

1.011 operation and Maintenance Manuals

A. Equipment operation and maintenance manuals shall be provided with each assembly shipped, and shall include instruction leaflets and instruction bulletins for the complete assembly and each major component.

1.012 Extra products

PART 2 product Construction

2.01 manufacturers

A. Eaton (Cutler-Hammer brand)

B. (__________

C. (__________

The listing of specific manufacturers above does not imply acceptance of their products that do not meet the specified ratings, features and functions. Manufacturers listed above are not relieved from meeting these specifications in their entirety. Products in compliance with the specification and manufactured by others not named will be considered only if pre-approved by the engineer ten (10) days prior to bid date.

2.02 ratings

A. The transfer switch shall have withstand, closing and interrupting ratings sufficient for the voltage and the available short circuit at the point of application as shown on the system drawings.

B. The voltage rating of the transfer switch shall be no less than the system voltage rating.  The continuous current rating of the transfer switch shall be no less than the maximum continuous current requirements of the system.

C. The transfer switch shall be 100% equipment rated for continuous duty.

D. The transfer switch shall be fully rated to protect all types of loads, inductive and resistive, from loss of continuity or power, without de-rating, either open or enclosed.

E. All control devices (i.e. pilot devices, relays, and metering) must be manufactured to industrial standards.  All relays supplied shall be furnished with self-cleaning contacts.

2.03 Transfer switch 

A. Transfer switches shall consist of completely enclosed contact assemblies and a separate control panel.  The contact assemblies shall be operated by a non-fused motor operator or stored energy mechanism and will only be energized during a transfer operation, providing inherently double throw switching action.

B. Each transfer switch shall be positively interlocked both mechanically and electrically to prevent simultaneous closing of both sources during automatic or manual operation.  Each transfer switch shall be capable of achieving a neutral position for systems maintenance purposes. A transfer switch position indicator shall be included on the face of the transfer mechanism to display the switch position.

C. Transfer switches shall be capable of being operated manually under full rated load conditions.  Manual operation shall provide true quick-make, quick-break operation to prevent possible flashovers from switching the contacts slowly.

D. On transfer switches requiring a fourth pole for switching the neutral, the neutral shall be fully rated with equal withstand, closing and interrupting ratings to the power poles.  The neutral pole contacts shall be of identical construction as, and operate simultaneously with, the main power contacts.  Switched neutral poles, which are add-on or overlap or that are not capable of breaking full rated load current are not acceptable.

E. Main contacts shall be designed and type tested to withstand multiple fault currents and shall meet CSA 22.2 No. 178 and C22.2 No. 5.

2.04 microprocessor logic control

A. The automatic transfer switch controllers shall meet or exceed the following standards in addition to the basic switch standards:

1. IEC 61000-4-2 - EMC Testing and Measurement Techniques - Electrostatic Discharge Immunity Test

2. IEC 61000-4-3 - EMC Testing and Measurement Techniques - Radio-frequency, Electromagnetic Field Immunity Test

3. IEC 61000-4-4 - EMC Testing and Measurement Techniques - Electrical Fast Transient/Burst Immunity Test

4. IEC 61000-4-5 - EMC Testing and Measurement Techniques - Surge Immunity Test

5. IEC 61000-4-6 - EMC Testing and Measurement Techniques - Immunity to Conducted Disturbances, Induced by Radio-frequency Fields

6. IEC 61000-4-11 - EMC Testing and Measurement Techniques - Voltage Dips, Short Interrupts and Voltage Variations Immunity Tests

7. CISPR11, Class B - Industrial, Scientific and Medical Radio-frequency Equipment - Electromagnetic Disturbance Characteristics - Limits and Methods of Measurement

8. FCC Part 15, Subpart B, Class B 

B. The transfer switch shall be controlled by a Cutler-Hammer microprocessor-based controller. The controller shall be hardened against potential problems from transients and surges. Operation of the transfer switch and monitoring of both sources shall be managed by the controller.

C. The logic control panel shall control the operation of the transfer switch.  All sensing and logic shall be controlled by an onboard microprocessor for maximum reliability and minimum maintenance.  The logic controller shall be connected to the transfer switch by and interconnecting wiring harness.  The harness shall include a keyed disconnect plug to enable the control panel to be disconnect from the transfer switch for routine maintenance.

Note to Spec. Writer ((SELECT ONE):
Breaker Based Transfer Switches have (2) models of Microprocessor-Based Controller units available:

ATC-300, Select Open transition breaker based transfer switches 40-1000A 

{This Controller is versatile in its’ capabilities allowing for setup of most standard commercial and industrial applications. There is a system status display and the full feature set is accessible for programming adjustment from the LCD and membrane pushbuttons on the front faceplate}
ATC-600, Select Open transition breaker based transfer switches 40-1000A

{This controller is full featured and available for use in Open transition applications.  This controller also has a second set of engine start contacts for Generator to Generator applications. . It features a communications interface for connection to Power monitoring or building automation control systems through a gateway}
Microprocessor-based controller (atc-300 open transition)

A. The microprocessor-based logic controller shall be door mounted and shall provide the operator with an overview of the transfer switch status, parameters, and diagnostic data. The controller shall have a voltage range of 0-790 volts (50/60 Hz) and an accuracy of +/- 1% of nominal input voltage. The controller shall have a frequency range of 40-70 Hz and an accuracy of +/- .3 Hz. Control power input range from 65 VAC – 145 VAC RMS 50/60 Hz. The controller shall be listed under CSA and shall be Cutler-Hammer type ATC-300 or approved equal.

1. The microprocessor-based logic controller shall have an operating environmental range of:

a. Operation –20C to +70C degrees

b. Storage –30C to +85C degrees

c. Relative Humidity (Non-Condensing) 0-95%

d. The microprocessor-based controller display shall be UV resistant and include a backlit LCD display, 2-line, 16 character and shall be capable of displaying the following:

e. Connected Source voltages on all phases

f. Connected Source frequency

g. Real time clock for Time / Date stamp

h. Historical data

i. Programming and set point information

j. Password entry

k. Timer countdown for each timer while functioning

l. Help function for detailed description of displayed messages

2. The microprocessor-based controller shall include five (5) individual LED’s for indicating the following:

a. Unit Status

b. Mimic Diagram showing Availability status of NORMAL source {Feature 12G}

c. Mimic Diagram showing Availability status of EMERGENCY source {Feature 12H}

d. Mimic Diagram showing Connection status of NORMAL source {Feature 12C}

e. Mimic Diagram showing Connection status of EMERGENCY source {Feature 12D}

f. The microprocessor-based controller shall contain the following features:

g. Password programming protection

h. Set points shall be stored in Non-Volatile memory, and use of an external battery source to maintain operation during “dead” periods shall not be required

3. Historical Data Storage to include:

a. Engine Run Time

b. NORMAL source Available time

c. EMERGENCY source Available time

d. NORMAL source Connected time

e. EMERGENCY source Connected time

f. LOAD Energized Time

g. Number of Transfers

h. Date, Time and Reason for Last Sixteen (16) transfers

i. Monitor Mode Event

j. Fail Safe Event

k. Aborted Test

4. The microprocessor-based controller shall contain the following voltage and frequency features: 

a. The voltage of each phase of the NORMAL source and the EMERGENCY source shall be monitored, with under-voltage dropout adjustable 78 - 97% of nominal and pickup adjustable from dropout setting +2% - 99% of nominal. {Feature 5J or Single Phase 5B & 26J}

b. The frequency of the NORMAL source and the EMERGENCY source shall be monitored, with under-frequency dropout adjustable from 90 - 97% of nominal and pickup from dropout setting +1Hz - 99% of nominal {Feature 5J or Single Phase 5B & 26J}

c. The voltage of each phase of the NORMAL source and the EMERGENCY source shall be monitored, with over-voltage dropout adjustable from 105 - 110% of nominal and pickup adjustable from the dropout setting –2% - 103% of nominal. {Feature 5K or Single Phase 5C & 26K}

d. The frequency of the NORMAL source and the EMERGENCY source shall be monitored, with over-frequency dropout adjustable from 103 - 105% of nominal and adjustable pickup from the dropout setting -1Hz - 101% of nominal {Feature 5K or Single Phase 5C & 26K}

e. The voltage of each phase of the NORMAL source shall be monitored, with Phase Unbalance dropout adjustable from 5% to 20% of nominal and pickup adjustable from 3 to (Dropout setting -2%) {Feature 26L}

f. The voltage of each phase of the EMERGENCY source shall be monitored, with Phase Unbalance dropout adjustable from 5% to 20% of nominal and pickup adjustable from 3 to (Dropout setting -2%) {Feature 5L}

g. The voltage of each phase of the NORMAL source shall be monitored, with Phase Reversal protection. {Feature 26H}

h. The voltage of each phase of the EMERGENCY source shall be monitored, with Phase Reversal protection. {Feature 5H}

5. The microprocessor-based controller shall contain the following time delay features:

a. A time delay shall be provided on transfer to EMERGENCY source, adjustable from 0 to 1800 seconds. TDNE – Time Delay Normal to Emergency {Feature 1}

b. A time delay shall be provided to override a momentary power outage or voltage fluctuation, adjustable from 0 to 120 seconds. TDES – Time Delay engine Start {Feature 2}

c. A time delay shall be provided on retransfer from EMERGENCY source to NORMAL source, adjustable from 0 to 1800 seconds. TDEN – Time Delay Emergency to Normal {Feature 3}

d. A time delay shall be provided after retransfer that allows the generator to run unloaded prior to shutdown, adjustable form 0 to 1800 seconds. TDEC – Time Delay Engine Cool down {Feature 4}

e. A time delay shall be provided for engine failure to start, fixed setting of 6 seconds. TDEF – Time Delay Engine Fail {Feature 7}

f. All delays shall be field adjustable from the microprocessor-based controller without the use of special tools.

6. The microprocessor-based controller shall contain the following features, pushbuttons and selector switches:

a. “HELP”, “INCREASE”,  “DECREASE”, “DISPLAY SELECT” and “STEP”” pushbuttons

b. Plant exerciser, selectable – disabled, 7, 14, 28 day interval, adjustable 0-600 minutes, load or no load with Failsafe {Feature 23K}

c. System Test Pushbutton {Feature 6B}

d. Bypass Time Delay Emergency to Normal (TDEN) Pushbutton {Feature 8C}

e. Bypass Time Delay Normal to Emergency (TDNE) Pushbutton {Feature 8D}

f. (Maintenance Electrical Operator Isolator Switch. Provide a 2-Position Selector Switch, maintained contact, marked: “OPERATE” and “DISABLE”. {Option 9B}

g. (Alternative Transfer Mode of Operation Switch. Provide a 2-Position Selector Switch, maintained contact, marked: “AUTOMATIC” and “NON-AUTOMATIC”.  Transfer Switch will be labeled as UL Non-Automatic {Option 29G}

7. The microprocessor-based controller shall contain the following input/output contacts:

a. One (1) Form C contact for closure of the Generator start circuit. The contacts shall be of silver alloy with gold flashing. The contacts shall be rated for 5-Amp at 250-Vac and 5-Amp at 30-Vdc. 

b. One (1) Form C contact for PRE-TRANSFER SIGNAL. The contacts shall be rated for 10-Amp at 250-Vac and 10-Amp at 30-Vdc. {Feature 35A}
-- (OR --

Microprocessor-based controller (atc-600 open transition)

B. The microprocessor-based logic controller shall be door mounted and shall provide the operator with an overview of the transfer switch status, parameters, and diagnostic data. The controller shall have a voltage range of 0-700 volts (50/60 Hz) and an accuracy of      +/-1% of nominal input voltage. The controller shall have a frequency range of 40-80 Hz and an accuracy of +/- 0.1 Hz. Control power input range shall be from 65 Vac – 160 Vac RMS 50/60 Hz.  The controller’s programmable set points shall be modifiable by placing the toggle switch located on the back panel of the controller in Program mode.  The controller shall be listed under CSA

B. Controller shall be Cutler-Hammer type ATC-600 ([Open] transition or approved equal. 

1. The microprocessor-based controller shall include an LCD display, and shall be capable of displaying the following:

a. Connected Source and Load voltages on all phases

b. Connected Source and Load frequency

c. Condition status – Under-voltage, under-frequency, etc…

d. Real time clock for Time / Date stamp

e. Historical data

f. Programming and set point information

g. Timer countdown for each timer while functioning

h. Help function for detailed description of displayed messages

2. The microprocessor-based controller shall include individual LED’s for indicating the following:

a. Mimic Bus Diagram showing Availability status of NORMAL source {Feature 12G}

b. Mimic Bus Diagram showing Availability status of EMERGENCY source {Feature 12H}

c. Mimic Bus Diagram showing Connection status of NORMAL source {Feature 12C}

d. Mimic Bus Diagram showing Connection status of EMERGENCY source {Feature 12D}

e. Mimic Bus Diagram showing Preferred status of NORMAL source

f. Mimic Bus Diagram showing Preferred status of EMERGENCY source

g. Mimic Bus Diagram showing Energized status of LOAD

h. Automatic mode

i. Test mode

j. Program mode

k. Display Navigational indicators for Status, Source 1, Source 2, History, Time/Date and Set Points

l. The microprocessor-based controller shall contain the following features:

1. Programming protection

2. Set points shall be stored in Non-Volatile memory, and use of an external battery source to maintain operation during “dead” periods shall not be required.

3. Shall be capable of communicating to monitor all set points and operational characteristics over the following network protocol:

a. RS232 INCOM

b. 10 Base T Ethernet

c. RS485 Modbus RTU

4. Historical Data Storage to include:

a. Engine Run Time

b. NORMAL source Available time

c. EMERGENCY source Available time

d. NORMAL source Connected time

e. EMERGENCY source Connected time

f. LOAD Energized Time

g. Number of Transfers

h. Date, Time and Reason for Last Sixteen (16) transfers

5. The microprocessor-based controller shall contain the following voltage and frequency features:

a. The voltage of each phase of the NORMAL source and the EMERGENCY source shall be monitored, with under-voltage dropout adjustable from 78% to 97% of nominal and pickup adjustable from dropout setting +2% to 99% of nominal. {Feature 5J & 26J}

b. The voltage of each phase of the NORMAL source and the EMERGENCY source shall be monitored, with over-voltage dropout adjustable from 105% to 110% of nominal and pickup adjustable from dropout setting -2% to 103% of nominal. {Feature 5K & 26K}

c. The frequency of the NORMAL source and the EMERGENCY source shall be monitored with under-frequency dropout adjustable from 90% to 97% of nominal and pickup adjustable from dropout setting +1 Hz to 99% of nominal. {Feature 5J & 26J}

d. The frequency of the NORMAL source and the EMERGENCY source shall be monitored, with over-frequency dropout adjustable from 103% to 110% of nominal and pickup adjustable from dropout setting –1 Hz to 101% of nominal. {Feature 5K & 26K}

6. The microprocessor-based controller shall contain the following time delay features:

a. A time delay shall be provided on transfer to EMERGENCY source, adjustable from 0 to 1800 seconds. TDNE – Time Delay Normal to Emergency {Option 1}

b. A time delay shall be provided to override a momentary power outage or voltage fluctuation, adjustable from 0 to 120 seconds. TDES – Time Delay engine Start {Feature 2}

c. A time delay shall be provided on retransfer from EMERGENCY source to NORMAL source, adjustable from 0 to 1800 seconds. TDEN – Time Delay Emergency to Normal {Feature 3}

d. A time delay shall be provided after retransfer that allows the generator to run unloaded prior to shutdown, adjustable form 0 to 1800 seconds. TDEC – Time Delay Engine Cool down {Feature 4}

e. A time delay shall be provided for engine failure to start, fixed setting of 6 seconds. TDEF – Time Delay Engine Fail {Feature 7}

f. All delays shall be field adjustable from the microprocessor-based controller without the use of special tools.

7. The microprocessor-based controller shall contain the following features:

a. “HELP”, “INCREASE”,  “DECREASE”, “STEP” and “DISPLAY SELECT” pushbuttons

b. Plant exerciser, selectable – 7-day interval, adjustable 0-600 minutes, load or no-load  with Failsafe {Feature 23J}

c. System Test Pushbutton {Feature 6B}

d. (A programmable Preferred Source Selector with LED light indication for “Utility to Utility” or “Utility to Generator” systems {Option 10B}

e. (A programmable Preferred Source Selector with LED light indication for “Generator to Generator” systems. Provides dual engine starting circuits {Option 10D}

f. (Alternative Transfer Mode of Operation Switch. Provide a 2-Position Selector Switch, maintained contact, marked: “AUTOMATIC” and “NON-AUTOMATIC”.  Transfer switch will be labeled as UL Non-Automatic {Option 29G}

g. (Alternative Transfer Mode of Operation Switch. Selectable via programming and LED display marked: “AUTOMATIC” and “NON-AUTOMATIC” for full automatic operation or non-automatic retransfer operation with failsafe. {Option 29J}

h. (Load Sequencing for up to ten (10) loads {Option 45}

8. The microprocessor-based controller shall contain the following input/output contacts:

a. One (1) Form C contact for closure of the Generator start circuit. The contacts shall be of silver alloy with gold flashing. The contacts shall be rated for 5-Amp at 250-Vac and 5-Amp at 30-Vdc.

b. (One (1) Form C contact for PRE-TRANSFER SIGNAL. The contacts shall be rated for 10-Amp at 250-Vac and 10-Amp at 30-Vdc.  {Option 35A}

c. (One (1) Form C contact for ALARM SIGNAL. The contacts shall be rated for 10-Amp at 250-Vac and 10-Amp at 30-Vdc {80a}

2.05 customer metering {Option 18}

Where indicated on the drawings, provide customer metering to include the following:


Note to Spec. Writer: 

Select devices as required for item 2.07 B. Refer to section 16901 for detailed specification for metering as follows:


Power Xpert Series (Paragraph 2.02A)
IQ Analyzer 6000 Series (Paragraph 2.02B)
IQ DP-4000 Series (Paragraph 2.02C)
IQ 250/260 (IQ 200 series Paragraph 2.02E)


2.06 (Surge Protection Devices

A. Where indicated on the drawings, provide a surge protection device

1. ([CVL 50KA Surge Device Source 1 {Option 51DD1}] [CVL80KA Surge Device Source 1 {Option 51E1}] [CVL 100KA Surge Device Source 1 {Option 51F1}] 

2. Telephone Line Surge Device (4 lines) {Option 51J4}

3. Cable/Satellite Surge Device (2 cables) {Option 51K4}

4. (Engine Control (12 VDC) Surge Device {Option 51M4a}] [Engine Control (24 VDC) Surge Device {Option 51M4b}]

A. Where indicated on the drawings, provide a separate customer metering compartment with front hinged door and include the following:

1. Current transformers where shown on the drawings or elsewhere specified shall be wired to shorting-type terminal blocks.

2. ([Potential transformers including primary and secondary fuses with disconnecting means] [Fused potential taps as the potential source] for metering as shown on the drawings.

2.07 wiring/terminations

A. Terminal blocks shall conform to NEMA ICS 4. Terminal blocks for remote connections shall be arranged to facilitate the entrance of external conductors from the top or bottom of the enclosure.  The main transfer switch terminals shall be suitable for the termination of conductors shown on the plans.

2.08 enclosure

A. Each transfer switch shall have an EEMAC1 general purpose enclosure unless otherwise noted.  Enclosure options include EEMAC 1, 12, 3R, 4, and 4X.
2.09 finish

A. The enclosure shall be painted with the manufacturer’s standard painting procedures to ensure suitability for environmental conditions as referenced in the plans.  EEMAC 1, 12, 3R and 4 enclosures shall be painted with the manufacturer’s standard ASA 61 gray paint.  EEMAC 4X shall non-painted stainless steel construction.

PART 3 OpERATION

3.01 Transfer switch operation

A. The following Voltage and Frequency sensing shall be supplied:

1. The voltage of each phase of the normal source shall be monitored, with dropout adjustable from 50% to 90% of nominal and pickup adjustable from [dropout setting +2%] to 100% of nominal

2. The voltage of each phase of the emergency source shall be monitored, with dropout adjustable from 50% to 90% of nominal and pickup adjustable from [dropout setting +2%] to 100% of nominal

3. The frequency of the emergency source shall be monitored, with dropout adjustable from 90% to 100% of nominal and pickup adjustable from [dropout setting +1 Hz] to 110% of nominal.

4. Voltage measurement accuracy shall be +/-2% of nominal input voltage and frequency measurement accuracy shall be +/-0.1 Hz.

B. The following Time Delay features shall be supplied:

1. A time delay shall be provided to override a momentary power outage or voltage fluctuation, adjustable from 0 to 120 seconds.

2. A time delay shall be provided on transfer to emergency, adjustable from 0 to 30 minutes.

3. A time delay shall be provided on retransfer from emergency to normal, adjustable from 0 to 30 minutes. This time delay shall be bypassed if emergency source fails and normal source is available.

4. A time delay shall be provided after retransfer that allows the generator to run unloaded prior to shutdown, adjustable from 0 to 30 minutes.

5. All delays shall be field adjustable from the microprocessor-based controller without the use of special tools.

3.02 accessories

A. Selectable 3-phase(() or 1-phase(() failure protection on normal supply.

B. Selectable 3-phase(() or 1-phase(() failure protection on emergency supply.

C. Pilot light indication of transfer switch position and availability of normal emergency voltage sources.

D. Transfer switch position indicator

E. A momentary test selector switch or pushbutton shall be provided to simulate normal source failure. 

F. Engine start contacts.

G. Transfer motor disconnect intended for manual operation. 

3.03 oPTIONAL accessories

A. (Auxiliary relay contacts shall be provided that are energized when power is available on the normal source.

B. (Auxiliary relay contacts shall be provided that are energized when power is available on the emergency source.

C. (Exerciser:  Provide an engine generator exercising timer that is selectable for either load or no-load transfer.

D. (Pre-Transfer Signal:  Provide a pre-transfer signal adjustable from 0-120 seconds for up to 10 devices.

E. (Preferred Source Selector:  Transfer switch logic shall have the ability for the user to define a preferred source, selectable between Source 1, Source 2, or None.

F. (Load Sequencing:  Transfer switch logic shall allow the ability to perform load sequencing of 0-10 devices.

PART 4 execution

4.01 examination

4.02 factory testing

A. The following standard factory tests shall be performed on the equipment provided under this section. All tests shall be in accordance with the latest version of CSA and EEMAC standards.

1. Insulation check to ensure the integrity of insulation and continuity of the entire system

2. Visual inspection to ensure that the switch matches the specification requirements and to verify that the fit and finish meet quality standards

3. Mechanical tests to verify that the switch’s power sections are free of mechanical hindrances

4. Electrical tests to verify the complete electrical operation of the switch and to set up time delays and voltage sensing settings of the logic

B. The manufacturer shall provide three (3) certified copies of factory test reports.

4.03 installation

A. The contractor shall install all equipment per the manufacturer’s recommendations and the contract drawings.

B. All necessary hardware to secure the assembly in place shall be provided by the contractor.

C. The equipment shall be installed and checked in accordance with the manufacturer’s recommendations.

4.04 Field quality control

A. Provide the services of a qualified factory-trained manufacturer’s representative to assist the contractor in installation and start-up of the equipment specified under this section for a period of (____ working days. The manufacturer’s representative shall provide technical direction and assistance to the contractor in general assembly of the equipment, connections and adjustments, and testing of the assembly and components contained therein.

B. The contractor shall provide three (3) copies of the manufacturer’s field start-up.

4.05 MANUFACTURER’S CERTIFICATION

A. A qualified factory-trained manufacturer’s representative shall certify in writing that the equipment has been installed, adjusted and tested in accordance with the manufacturer’s recommendations.

B. The Contractor shall provide three (3) copies of the manufacturer’s representative’s certification.

4.06 Training

A. The contractor shall provide a training session for up to five (5) owner’s representatives for (____ normal workdays at a jobsite location determined by the owner.

B. The training session shall be conducted by a manufacturer’s qualified representative. The training program shall consist of the instruction on the operation of the assembly, circuit breakers and major components within the assembly.

4.07 Field Service organization

A. The manufacturer of the ATS shall also have a national service organization that is available throughout Canada and is available on a call 24 hours a day, 365 days a year.
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